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1.0 NARRATIVES

1.1

1.2

1.3

1.4

Purpose:

Criterion Laboratories, Inc. {Criterion) was contracted by Mr, Scott Smith of EnvircSure,
Inc. to perform an asbestos survey of 5 residential stroctures located on Fleetwood Street
in Coatesville, PA.

The purpose of the survey was to identify and document asbestos-containing materials
(ACM) for remediation prior to planned demolition or renovation. The EPA’s National
Emission Standard for Hazardous Air Pollutanfs (NESHAP) regulation reguires that
buildings scheduled for renovations/demolition have an inspection identifying asbestos
materials, OSHA's Construction Standard for Asbestos (29 CFR 1926.1101) requires
that building materials installed prior to 1981 be inspected for asbestos or they must be
classified as presumed asbestos-containing matertals (PACM).

Personnel:

Mr. Eric Wysocki of Criterion performed the building inspection on October 30, 2013,
Mr. Wysocki is an EPA-accredited building inspector licensed by the State of
Pennsylvania.

Discussion and Survey Resulis:

During the survey, Criterion’s Building Inspector was granted access to the facility by
Mr. Scott Smith, of EnviroSure, Inc.

A total of thirty-two (32) samples were collected from the sructures, All samples were
analyzed by Polarized Light Microscopy (PLM), which classifies a material as asbestos-
containing if it containg greater than one percent (>1%}).

No asbestos-containing materials were identified at 330, 340, 346, 372 and 376
Fleetwood Street. There was no access to any of the roofs.

Those materizals that were observed, sampled, submitted for analysis and found not to be
ashestos-containing materials are identified in Section 2.0 of this report.

Disclaimer:

Informartion contained herein was obtained by means of onsite observations, a detailed
materials survey, and analytical data. Conclusions will be based upon the data obtained,
This is not to imply that the data gathered is all the information that exists which may be
pertinent to the site. Any areas inaccessible to the survey team due to reasons beyond the
control of Criterion (i.e., hidden pipe chases, behind hard walls, above hard ceilings,
secured spaces, roofs, etc.) will not be included in this survey.
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1.5

Conclusions and Recommend ations:

No asbestos-containing materials were identified at the 5 residential properties located at
330, 340, 346, 372 and 376 Fleetwood Street in Coatesville, PA.

Section 4.0, Certifications, lists asbestos accreditation for all Criterion employees who

worked on this project.
Laboratory Results are included in the Attachments Section of this report.

This report is intended to strietly comply with EPA and OSHA regulations governing
asbestos. This report should be referenced prior to disturbing any materials that may
contain asbestos. :

Criterion appreciates the opportunity to provide you with an asbestos-containing

materials survey. Should you have any questions, please do not hesitate to call me at
(215) 244-1300, extension 30.

Z W

Eric Wysocki
Project Manager
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2.0

Suspect Materials Testing Negative for Asbestos Content

The following materials were observed, sampled, submitted for analysis and found not to be
asbestos-containing materials. For more specific information concerning the location of these
materials, see the Attachments Section of this report.

330 Fleetwood Street
e Brick Pattern Linoleum
» Blue Spec Linoleum
* Beige Linoleum
* Brick Mortar
» Drywall/Joint Compound
o Plaster
¢  White Window Caulk

340 Fleetwood Street
» Beige Linoleum
«  Smooth Plaster
*  Drywall/ Joint Compound
s Gray/Black Linoleum
Beige w/ Diamonds Linoleum
¢ Brick Mortar
o White Window Canlk

346 Fleeiwood Street

e Plaster
s Brick Mortar

372 ¥leetwood Street

Tan Pattern Linclenm

2' x 4’ Lay-in Ceiling Tile
Drywall/Joint Compound
Smooth Plaster

Black Tar Paper

Beige 12" x 12" Floor Tile
Pebble Pattern Linoleum
Brick Mortar

. * & »

* * & 9

342 Fleetwood Street

Beige Linoleum
Drywall/JToint Compound
Grey Window Caulk
Brick Mortar
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Asbestos-Containing Materials Survey
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3.0  Sample Methodology

Bulk samples of suspected asbestos-containing material (ACM) were collected in accordance
with guidelines set forth by the Environmental Protection Agency (EPA) and the National
Institute for Occupational Safety and Health (NIOSH). The procedures for obtaining a bulk
sample of suspected ACM are:

1. "Punctional Spaces" in the Property were identified. A Functional Space is a spatially
distinct unit within a building, which contains identifiable populations of building
occupants (i.e. corridor, office space, mechanical area, etc.).

2. The total amount and location of each type of suspected ACM was tabulated.
3. The types of suspected ACM were then grouped as homogeneous materials, FEach
homogeneous material is defined as being uniform in texture and appearance. Based on

these parameters, each homogeneous material was assigned a specific identification
number as listed below.

Homogeneous Material LD, #Reference List

Surfacing

0100 to 0199 - Sprayed-On

0200 to 0299 - Troweled-On

0300 to 0399 - Blown-In

0400 to 0499 - Other Surfacing

1900 to 1999 - Plaster Walls and Ceilings

Thermal

0500 to 0599 - Lagging

0600 to 0699 - Breeching

0700 to 0799 - Duct Insulation

0800 to 0899 - Tank Insulation

0900 to 0999 - Block Pipe Insulation

1000 to 1099 - Joints associated with Block Pipe Insulation

1100 10 1199 - Corrugated/Air Cell Pipe Insulation

1200 to 1299 - Joints associated with Corrugated Pipe Insulation
1300 to 1399 - Compressed Pipe Insulation

1400 to 1499 - Joints associated with Compressed Pipe Insulation
1500 to 1599 - Joints associated with Fibrous Glass Pipe Insulation
1600 to 1699 - Other Thermal
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3.0 Sampling Methodology (Continued)

Miscellanegus

10,

1700 to 1799 - Lay-In Ceiling Tiles
1800 to 1899 - Spline Ceiling Tiles
2000 to 2099 - Floor Tiles

2100 to 2199 - Drywall

2200 to 2299 - Linoleum

2300 to 2399 - Transite

2400 to 2499 ~ Expansion Joints
2500 to 2599 - Mastic Floor Tiles
2600 to 2699 - Other Miscellaneous
2700 to 2799 - Mastic Linolenm

A sampling scheme was devised based upon the amounts and locations of the different
homogeneous materials in order to obtain representative samples.

Trained personnel using an appropriate sampling tool and a leak-tight, labeled sample
container took the actual bulk samples. The sampling was conduocted in areas of the
building that are not readily visible to the building occupants. These areas included
above lay-in ceiling tiles and beneath cabinets and desks, stc.

The personnel employed proper decontamination procedures to prevent contamination of
the building environment and possible exposure to themselves and others.

Each location of suspicions asbestos-containing material (ACM) was documented on the
Asbestos Bulk Sample Log, This documentation included the location of suspicious
materials, type of material located, square footage of suspicious ACM, as well as the
square footage of damaged suspicious ACM. All bulk samples taken were documented
on the Sample Log form and a Chain of Custody form. Each was completed for all
samples taken by the inspector and handler.

The samples were then taken to the laboratory for analysis. The Certificates of Analysis
and Chain of Custody relative to cach sample are included in this report.

The inspector assessed the condition of the suspicious ACM using the eight EPA factors.

On the Asbestos Bulk Sample Log, “NS” in the Sample # box means “not sampled”.
This homogeneous material was sampled elsewhere or assumed to contain asbestos, The
purpose of the “NS” Histing is to quantify the material for its inclusion in the Asbestos
Inventory shonld similar material sampled elsewhere test positive for asbestos,
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4.0

CERTIFICATIONS
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Resulis of Page 2 of 3
Polarized Light Microscopy

. . |
Criterion

Laborotories inc.

Client: -EuvireSure, Inc. Site Address: Four Properties in Coatesville, PA - 330, 340, 372, 375 Sample Date:  10/30/2013
Project#: 192243 Fleetwood Street, Coatesville, PA Sample Received Date: 172013 1:38:00 PM
Collected By: Criterion Laboratories, Inc, Analyzed By; Deyine, Daniel Analysis Date: 717472013

330.05 ' 1 Celluloge-5 95 None Detected ——
Drywall / Joint Commpound
330 Fleptwood Street - 1st Floor

330-87 ' 1 - 100 None Detected -
Light Beige Linoleum
330 Fleetwood Strect - 2nd Floar - Bathroom

330-08 ) 1 Horsehair-5 92 None Detected PR
Plaster Cellulose-3

330 Fleetwond Strect - Basement

-

3370 Progress Drive, Suite J, Beusaler, PA 19020/ 1152441300 / Fax 215-244-4248 / wanerferionlaba.com

Report Dater  J1AOS2013 Rev 05 <]] 20130419
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CRITERION LABORATORIES, INC.

. 3
PROJECT #: - LD ‘B ASBESTOS BULK SAMPLE L.OG
Client: -~ Site Address: - :
>E‘\~5m. ijmJ lh( 350 th wwi é”‘. Cﬂm%§Vi’lztf F A
Analysis G’LM) TEM Other FS Name-#Work Area: Sample Date: 16-3 -1 4
Comments:

Walk-in
Other

US Mail

Inspector:

\’\\!5 ‘itki

Project Manager: Bhe S5 e
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Criterion Laboratories, Inc. / 3370 Progress Drive, Suite J / Bensalem, PA 19020 / Phowe (215) 244-1300 7 Fax (215) 244-4349 [ www.eriterfonlabs.com Page ]l of l

Criteripy Laboratories, Inc. ! 5 Penu Plaza, 23" Floor / New York, NY 1000 / Phone (212) 244-8033 / Fay (212) 244-0155 / www.criterionlabs.com

Rev. 01_<11_20110309
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@ j Results of Puge 3 of 3
, : Polarized Light Microscopy

Laboratories Inc.

Client: . EuwyirgSure. fuc. Site Address: Four Proverties i1 Coatesyille, P4 - 330, 340, 372, 376 Sample Date:  J0/30/2013
. : Fleetwood Street, Coatesyille, P, R
Project #: 132243 Sample Received Date:  109/31/2013 1:38:00 PM
Collected By: Criterion Laboratories. Inc, Analyzed By: Deving, Daniel Analysis Dater 1172013
£ le Criterion Laboratories. Inc. bears no respousibilicy for sample collection activities of wou-Criterion persomuel. Tliis report relates only tv the samples reported ebove, and
9 - witenr reproduced, must be n its entirety. Estimated accurdey, precision and nacertainty data available nport regitest. Unless
J 4. Weitz, CIE. Presidant requested by the cifent, buildiug materiafs mannfuctired with muftipie layers (e, linolenm, wailboard, et} e reported as o single seunple, Nowe Deiccred = <{%,
ames A, Weilz, y £TESId e Unlexs otherwise noted: Blank resulis are pot subtracted from any resalts; QC date associated with this sample set is within aceeptable fwits: Smmples were received fu
good condiliow.

Note: If your project wnaiber ends witlt ag "R, it is a revised report and vepluces the original docwmert in fill, The above resnlty represent ihe analysis of bulk sample(s)
by Criteriur Laloratories, Inc. according to EPA 40 CFR Part 763 Appendix E 1o Srbpart E - Polerized Light Mivroscopy, The concentration of asbestos is determined by
visnal estimation.

THIS 18 THE LAST PAGE OF THE REPORT
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Criterinn Laburatories, Inc. {ID 100424} Is aceredited by the AIHA Laboratory Accreditation Pragrans (AJHA-LAP), LLC in the IHLAP: EMLAP aud ELLAFP accreditatian programs for Polarized Liglet Microscopy {PLM]),
Pluse Contrast Microscapy (PCM): Air-Divect Exanination; and Airborie Dist, Paing, Sertled Dist by Wipe and Sofl for Fields of Testing as docnmented by the Scope of Accreditation Centificate and associated Scope,
Additionally, Crirerion Lubaratorics, Inc, is certified by the Center for Disease Control (COC) Exvironmenial Legionella Isolation Tecliniques Evaluation (ELITE) Program jor the dete nmination af Legionedia in water by
enltare and folds neereditarion from the Nattonal Volutary Laboratory Arcreditation Progrant (NVLAP 1D 102046-0) for the detecmination of usbestos in buik samples by Polarized Light Microscopy (PLM). This test report
npist not be used to claim product endorsenient by NVLAP, NIST. ATHA or any ageucy of the US Goverument. Unless specifically listed as above, these test tesulls are not covered nnder AIHA-LAP, LLC, 100424
accreditation.

Report Dae: 11052013 3370 Progress Drive, Suite J, Bewsalem, PA Rf i?z%/ ii]i—z;;;g.;ﬁ? ;’ Fiax 203-2444349 S eriierionlubs.com




CRITERION LABORATORIES, INC.

PROJECT# __B1M3 ASBESTOS BULK SAMPLE LOG
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Results of Page | of |
- Polarized Light Microscopy

Criterion

Laborgtores inc.

Client: . EnvireSure, Inc. Site Address: Four Properties in Cogtesville, PA « 330, 340, 372 376 Sample Date:  70/30/2013
‘ Fleetwood Street, Contesville, PA

Project#: 732243 Sample Received Date:  70/37/2013 1;38:00 PM
Coliected By:  Criterion Laboratories. Inc. Analyzed By: Devine, Daniel Analysis Date:  11/1120711

34501 1 Cellulose-3 97 None Detected .
Piastes .
346 Fleetwood Street - 1st Floor

. &’bé%_‘ Criterion Laborutaries, I, bears no responsibility for sample collection activities of nou-Criterton persouuel. This report relates only to the suniples reported above, and
Q ) wilten reproduced, must be in ity ewtirery. Extincated avcurncy, precision and nucertainty duta available upou request, Uidess
requested by e client, building materials mamnfactured with mnltiple layers (i.e. linalenn, wallboard, eic.) are reported ax a single sample. None Detected = <i%.
Untless otherwise noted: Blank resuits are not subtracted from ey reswits: QC data associated widh thiv sanple set Is witlin acceptable limits; Sumples were recefved in
yeod condition.

James A, Weltz, CI’IH, President

Note: If yone profect ininber ends with an "R7, It is o revized report ond replaces the original docunrent n full. The above results represent the analysis of bulk sampie(s)
by Criterion Laboratories, Inc. according to EPA 40 CFR Part 763 Appessdix E to Srbpart E ~ Polarized Light Microscopy. The coucentration of usbestas is deterinined by
visnal estimaiion.

THIS 18 THE LAST PAGE OF THE REPORT
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Criterian Laboratories, Jue. (1D 100424) i accredited by the ATHA Laborwory Accreditution Programs (AIHA-LAP), LLC it the IHLAP; EMLAP and ELLAP apereditation progranms for Polarized Ligin Microscopy (PLM),
Phase Contrast Microscopy (PCMy; Air-Direct Examination; and Airborne Dust, Paiua, Settled Dust by Wipe and Soil for Fields of Tesiing a5 docrarented by flie Scope of Acereditation Certificate and ussoclated Scope.
Additioually, Criterion Laboratories. Tne. Is certified by the Center for Disease Coutrol (CDC) Ervironmental Leglonelly Isolafion Techuigues Evaluation (ELITE) Program for the deteriination of Legionella imwatar by
enitnre and holds acereditation front fre Nationat Yolumiary Laberatory Accredituiion Program (NVLAP ID 1620460} for the detesmination of usbestos in btk semples by Polarized Light Microscopy (PLM}. This fest report
nitist ot be nved ter clalur prodnct endorsement by NVLAP, NIST. AIHA or aiy agency of the US Government. Unless specifically listed us above, these test results are not covered under ATHA-LAP, LLC, (00424
accreditaticir.

3370 Progress Drive, Siyite J, Bensalem, PA 19020/ 215-244-1300 / Fax 213-244-4348 / wam.criterionlabs.com
Repon Dener 1170572013 Rew. 05 <71 20136479
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"@1 | Results of Page 1 of 3
; Polarized Light Microscopy

Criterion
Loboratorigs Inc.
Client: fgrtvirﬂSure, Inc, Site Address: Four Properties in Coatesville, PA - 330, 340, 372, 376 Sample Date:  10/30/2013
Project #: 132243 Ieetwoed Sireel, Coatesille. P Sample Received Date:  70/31/2013 1:38:00 PM
Collected By: Criterion Laboratories, Inc. Analyzed By; Devine, Damiel Analysis Date:  ro/3102013

372-01 L — 100 None Detected —

Tan Pattern Linoleum
372 Fleetwood Street - st Floor - Kitchen

Es s e

- B B % 3 k4 : 1 X SR S T ISR | 1 i e i
7202 - 1 Celinlose-55 5 None Detected —
2%4 Lay-in Ceiling Tile Fiberglass40
372 Fleetwood Street - 2nd Floor - Bedroom

A

3724 ‘ i Cellulose-3 93 None Detected -

Smooth Plaster Horsehair-2

372 Fleetwood Street - 1st Floor

37206 ‘ 1 100 None Detected -

Beige 12"x12' Floor Tile 7
372 Fleetwood Street - Basement (top layer)

& T 1 e T

. ; 3370 Progress Drive, Sufte J, Bensalem, PA 19020/ 215-244-1300 / Fax 215-244-4342 / wwnecriterfonlabs.com
Reporr Dare: 1170372013 Rev. 05 <17 20130419
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@ |

Criterion

Luboretonies Inc,

Client: ;ErlviroS ure, Inc.

Project#: 132243

Coliected Dy: Criterion Laboratories, Inc,

s

James A. Welty, CIH, President

Results of Page 3 of 3
Polarized Light Microscopy
Site Address: Four Properties in Cogtesville, PA - 330, 340, 372, 376 Sample Date:  10/30/2013
Eleetwood Streer, Coatesville, PA Sample Received Date:  10/31/2013 1:38:00 PM

Analyzed By: Devine, Daniel Analysis Date:  po/31/2013

Criterionr Laborutories, Inc, bears no responsibility for sample collection activities of nou-Criterion personuel. This repont relates ouly to the samples reported above, and
when reprodiced, wust be fi its entirety. Estimuted uccuracy, precisiou aind nucertainty data avaifable upon regiest, Uniess
regstested by the cliept, building moterials wannfucinred witl upltiple lyyers (i.e. linolenm, wallboard, et} are reported as a single sample. Nowe Betected = <] %.
Uniess otherwise noted; Blank resulis are not subtracted from any reswire: OC data asseciated with 1is sanple set Is withln accepiable Nwits; Samples were recelved in
foad condition.

Note: If your project qumber ends witlh ax “R”, it is a revived report and replaces e original doctinent @ fill. The above results represent the aualysis of bulk sunple(s)

by Criterion Laborotories, Inc. according to EPA 40 CER Part 763 Appendix E to Subpart E — Polarized Light Microscopy. The concentration of usbestos Iv deterprined by
vigual esthertiont.

THIS IS THE LAST PAGE OF THE REPORT

JTEYE aazn S, ®
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Criterion Labprataries, Ine. {ID 100424 ) is gocradited by the ATHA Laboratary Accreditation Prograrms (AIHA-LAP). LLC ir the [HLAP: EMLAP aud ELLAP accreditation progrens for Polarized Light Microscopy (PLM),
Phase Comtrast Microscopy {PCM): Alr-Direct Examination; and Afrbovne Dust, Painr, Senled Dust by Wipe aud Soil for Figlds of Testing as documenzed by the Scope af Accreditation Certificate and assoclated Seape.
Additioually, Criterion Laborateries, Inc. is certified by the Cemter for Disease Control (CDC) Enviranmenital Leglonella Isolution Techniqies Evalnation ( ELITE} Program for the determination of Legionell i water by
crlinee dud holds agcreditation fron tire Nationg! Voluary Laboratory Accreditutton Pragram (NVLAP ID [ 02046-0) for the deternsination of usbestos in bulk smnples by Polarized Light Micrascopy (PLM). This test repart
wtiest ot be uxed to claim product endorsentent by NYLAP, NIST, ATHA or any agency of the US Govertment. Uuless specificeliy listed as above, titese test resulis ave not vovered nnder AIHA-LAP, LLC, 100424

Report Daes T103/2013

agereditation.

3370 Progress Drive, Sulie J, Benvalem, PA 190207 215-244-1300 7 Fux 215-244—4349 /wwcrilerionlabs.con
Rew. 05 <1] 20130419
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Results of Page 2 of ¥

L Polarized Light Microscopy
Criterion

iaborgtores Inc.

EnvireSure, Ine, Site Address: Feur Properties in Coatesville, PA - 330, 340, 372, 374 Sample Date:  10/30/2013

Client: -
Project#: 132043 Flegiwood Street, Cogtesville, PA Sample Received Date:  19/31/2013 1:38:00 PM

Collected By: Criterion Laboratories, luc, Analyzed By: Devine, Daniel Analysis Date:  11/4/20713

Asbestos Typ
330-05 1 Celtulose-3 93 None Detected -
Drywall / Joint Compound

330 Fleetwood Sireet - st Floor

irrd

I - o0 None Detected -

Light Beige Linoleum
330 Fleetwood Street - Znd Floor - Batkroom

330-08 i Horsehair-5 92 None Detected —

Plaster Cellulose-3

330 Fleetwood Street - Basernent

3370 Pragress Drive, Sulte J, Sepsalept, £A 19020/ 215-244-1300 / Fux 215-24d-434% S waw.criterioniabs.com

Report Dawe:  17/05/2013 Rev. 05 <2] 20130419




@ ‘ Results of Page 3 of 3
= Polarized Light Microscopy

Criterion
Laboratores Ine.
Client: :'Em‘inure, Inc. Site Address: Four Properties in Coatesville, PA - 330, 340, 372, 376 Sample Date:  [0/30/2013

Fleetwood Street, Coatesville PA

Project #: 132243 Sample Received Date:  10/31/2013 1:38:00 PM

Collected By: Criterion Luboratories, Ing, Analyzed By: Devine Daniel Analysis Date:  1rqnar3
& . Criterion Laboratories, Ine. bears uo respousibiiity for sample collection activities of no-Criterion personnel. This report relutes only to tie samples reported above, and
sehen reproduced, st be in its entirety. Extimated aceuracy, preciston and nncertuluty data availuble npon reguest. Unless
James A, Weltz CIH, President requesied by the client, builditng materials mamnfuciired witl multiple layers (e linolem, walfboard, et} are reported us u single swirple. Nore Detected = < 1%.
GHIET A, Welin, s KTER Uniless otherwise noted: Blank resuits are uat subtructed from uny results; QC data associated witl this sample set is within acceprable limits; Samples were received
guod condition,

Nete: If your project number ends with an “R", it is o revised report and replaces the original docuntent i firil. The abave resuits represeut the culysis of bulk samplets)
by Criterion Labaratories, lac. according to EFA 40 CFR Purt 763 Appendix E ta Snbpart E = Polarized Light Microxcepy. The concentration of asbestos is deternrined by
visual estination.

THIS IS THE LAST FAGE OF THE REFORT

e

RVLAFLAD CODE fog424

E

rio: - B = 3
AR vam T

Criterion Laboratories, Iue. (TD [00424) ks accredlied by tite AIHA Laboratory Acereditation Prograiss (AIHA-LAP). LLC in the IHLAP; EMLAP and ELLAP accreditation progrums for Polarized Light Microscopy (PLM),
Phase Contrust Microseopy (PCM); Air-Direct Examination; aud Airbome Dusi, Paing, Settted Dust by Wipe and Soil for Fields of Testing a5 docimented by thie Scope of Acoreditaiion Certificate and associvted Scope.
Additiapally, Criterion Luboratories, Iuc. is certified by the Center for Divease Control (CDC) Enviroumenial Legionella Isolation Yechnigues Evalnation {ELITE) Program for the determination of Legiounella v water Iy
cnhture qud holds goereditarion from tie Nutiona! Volingary Lobordtory Accreditstion Progrom (NVLAP 1D [02046-0) for the determinasion of asbestes in bulk sewples by Polarized Light Microscopy {PLM). This test report
npust uot be ased 1o clain product endorsement by NVLAP, NIST. ATHA or auy ageticy of the US Govermment. Unless specificatly listed as ubove, these test results are yot covered under ATHA-LAP, LLC, 100424
aecreditation.

; 3370 Progress Drive, Suite |, Bensalert, PA 190207 215-244-1300 / Fax 215-244-434% [ v criteriailabs.colt
Repact Date:  11/05/2013 Rev. 03 <) 20130419
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